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performance test and a subsequent 
demonstration may be requested at 
any other time. If the 24-hour average 
firing rate for the affected facility is 
less than the maximum design capacity 
provided by the manufacturer of the af-
fected facility, the 24-hour average fir-
ing rate shall be used to determine the 
capacity utilization rate for the af-
fected facility, otherwise the maximum 
design capacity provided by the manu-
facturer is used. 

(f) For the initial performance test 
required under § 60.8, compliance with 
the SO2 emission limits and percent re-
duction requirements under § 60.42b is 
based on the average emission rates 
and the average percent reduction for 
SO2 for the first 30 consecutive steam 
generating unit operating days, except 
as provided under paragraph (d) of this 
section. The initial performance test is 
the only test for which at least 30 days 
prior notice is required unless other-
wise specified by the Administrator. 
The initial performance test is to be 
scheduled so that the first steam gen-
erating unit operating day of the 30 
successive steam generating unit oper-
ating days is completed within 30 days 
after achieving the maximum produc-
tion rate at which the affected facility 
will be operated, but not later than 180 
days after initial startup of the facil-
ity. The boiler load during the 30-day 
period does not have to be the max-
imum design load, but must be rep-
resentative of future operating condi-
tions and include at least one 24-hour 
period at full load. 

(g) After the initial performance test 
required under § 60.8, compliance with 
the SO2 emission limits and percent re-
duction requirements under § 60.42b is 
based on the average emission rates 
and the average percent reduction for 
SO2 for 30 successive steam generating 
unit operating days, except as provided 
under paragraph (d). A separate per-
formance test is completed at the end 
of each steam generating unit oper-
ating day after the initial performance 
test, and a new 30-day average emission 
rate and percent reduction for SO2 are 
calculated to show compliance with the 
standard. 

(h) Except as provided under para-
graph (i) of this section, the owner or 
operator of an affected facility shall 

use all valid SO2 emissions data in cal-
culating %Ps and Eho under paragraph 
(c), of this section whether or not the 
minimum emissions data requirements 
under § 60.46b are achieved. All valid 
emissions data, including valid SO2 
emission data collected during periods 
of startup, shutdown and malfunction, 
shall be used in calculating %Ps and Eho 
pursuant to paragraph (c) of this sec-
tion. 

(i) During periods of malfunction or 
maintenance of the SO2 control sys-
tems when oil is combusted as provided 
under § 60.42b(i), emission data are not 
used to calculate %Ps or Es under 
§ 60.42b(a), (b) or (c), however, the emis-
sions data are used to determine com-
pliance with the emission limit under 
§ 60.42b(i). 

(j) The owner or operator of an af-
fected facility that only combusts very 
low sulfur oil, natural gas, or a mix-
ture of these fuels with any other fuels 
not subject to an SO2 standard is not 
subject to the compliance and perform-
ance testing requirements of this sec-
tion if the owner or operator obtains 
fuel receipts as described in § 60.49b(r). 

(k) The owner or operator of an af-
fected facility seeking to demonstrate 
compliance in §§ 60.42b(d)(4), 60.42b(j), 
60.42b(k)(2), and 60.42b(k)(3) (when not 
burning coal) shall follow the applica-
ble procedures in § 60.49b(r). 

[72 FR 32742, June 13, 2007, as amended at 74 
FR 5086, Jan. 28, 2009] 

§ 60.46b Compliance and performance 
test methods and procedures for 
particulate matter and nitrogen ox-
ides. 

(a) The PM emission standards and 
opacity limits under § 60.43b apply at 
all times except during periods of 
startup, shutdown, or malfunction. The 
NOX emission standards under § 60.44b 
apply at all times. 

(b) Compliance with the PM emission 
standards under § 60.43b shall be deter-
mined through performance testing as 
described in paragraph (d) of this sec-
tion, except as provided in paragraph 
(i) of this section. 

(c) Compliance with the NOX emis-
sion standards under § 60.44b shall be 
determined through performance test-
ing under paragraph (e) or (f), or under 
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paragraphs (g) and (h) of this section, 
as applicable. 

(d) To determine compliance with the 
PM emission limits and opacity limits 
under § 60.43b, the owner or operator of 
an affected facility shall conduct an 
initial performance test as required 
under § 60.8, and shall conduct subse-
quent performance tests as requested 
by the Administrator, using the fol-
lowing procedures and reference meth-
ods: 

(1) Method 3A or 3B of appendix A–2 
of this part is used for gas analysis 
when applying Method 5 of appendix A– 
3 of this part or Method 17 of appendix 
A–6 of this part. 

(2) Method 5, 5B, or 17 of appendix A 
of this part shall be used to measure 
the concentration of PM as follows: 

(i) Method 5 of appendix A of this 
part shall be used at affected facilities 
without wet flue gas desulfurization 
(FGD) systems; and 

(ii) Method 17 of appendix A–6 of this 
part may be used at facilities with or 
without wet scrubber systems provided 
the stack gas temperature does not ex-
ceed a temperature of 160 °C (320 °F). 
The procedures of sections 8.1 and 11.1 
of Method 5B of appendix A–3 of this 
part may be used in Method 17 of ap-
pendix A–6 of this part only if it is used 
after a wet FGD system. Do not use 
Method 17 of appendix A–6 of this part 
after wet FGD systems if the effluent 
is saturated or laden with water drop-
lets. 

(iii) Method 5B of appendix A of this 
part is to be used only after wet FGD 
systems. 

(3) Method 1 of appendix A of this 
part is used to select the sampling site 
and the number of traverse sampling 
points. The sampling time for each run 
is at least 120 minutes and the min-
imum sampling volume is 1.7 dscm (60 
dscf) except that smaller sampling 
times or volumes may be approved by 
the Administrator when necessitated 
by process variables or other factors. 

(4) For Method 5 of appendix A of this 
part, the temperature of the sample 
gas in the probe and filter holder is 
monitored and is maintained at 160±14 
°C (320±25 °F). 

(5) For determination of PM emis-
sions, the oxygen (O2) or CO2 sample is 
obtained simultaneously with each run 

of Method 5, 5B, or 17 of appendix A of 
this part by traversing the duct at the 
same sampling location. 

(6) For each run using Method 5, 5B, 
or 17 of appendix A of this part, the 
emission rate expressed in ng/J heat 
input is determined using: 

(i) The O2 or CO2 measurements and 
PM measurements obtained under this 
section; 

(ii) The dry basis F factor; and 
(iii) The dry basis emission rate cal-

culation procedure contained in Meth-
od 19 of appendix A of this part. 

(7) Method 9 of appendix A of this 
part is used for determining the opac-
ity of stack emissions. 

(e) To determine compliance with the 
emission limits for NOX required under 
§ 60.44b, the owner or operator of an af-
fected facility shall conduct the per-
formance test as required under § 60.8 
using the continuous system for moni-
toring NOX under § 60.48(b). 

(1) For the initial compliance test, 
NOX from the steam generating unit 
are monitored for 30 successive steam 
generating unit operating days and the 
30-day average emission rate is used to 
determine compliance with the NOX 
emission standards under § 60.44b. The 
30-day average emission rate is cal-
culated as the average of all hourly 
emissions data recorded by the moni-
toring system during the 30-day test 
period. 

(2) Following the date on which the 
initial performance test is completed 
or is required to be completed in § 60.8, 
whichever date comes first, the owner 
or operator of an affected facility 
which combusts coal (except as speci-
fied under § 60.46b(e)(4)) or which com-
busts residual oil having a nitrogen 
content greater than 0.30 weight per-
cent shall determine compliance with 
the NOX emission standards in § 60.44b 
on a continuous basis through the use 
of a 30-day rolling average emission 
rate. A new 30-day rolling average 
emission rate is calculated for each 
steam generating unit operating day as 
the average of all of the hourly NOX 
emission data for the preceding 30 
steam generating unit operating days. 

(3) Following the date on which the 
initial performance test is completed 
or is required to be completed under 
§ 60.8, whichever date comes first, the 
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owner or operator of an affected facil-
ity that has a heat input capacity 
greater than 73 MW (250 MMBtu/hr) and 
that combusts natural gas, distillate 
oil, or residual oil having a nitrogen 
content of 0.30 weight percent or less 
shall determine compliance with the 
NOX standards under § 60.44b on a con-
tinuous basis through the use of a 30- 
day rolling average emission rate. A 
new 30-day rolling average emission 
rate is calculated each steam gener-
ating unit operating day as the average 
of all of the hourly NOX emission data 
for the preceding 30 steam generating 
unit operating days. 

(4) Following the date on which the 
initial performance test is completed 
or required to be completed under 
§ 60.8, whichever date comes first, the 
owner or operator of an affected facil-
ity that has a heat input capacity of 73 
MW (250 MMBtu/hr) or less and that 
combusts natural gas, distillate oil, 
gasified coal, or residual oil having a 
nitrogen content of 0.30 weight percent 
or less shall upon request determine 
compliance with the NOX standards in 
§ 60.44b through the use of a 30-day per-
formance test. During periods when 
performance tests are not requested, 
NOX emissions data collected pursuant 
to § 60.48b(g)(1) or § 60.48b(g)(2) are used 
to calculate a 30-day rolling average 
emission rate on a daily basis and used 
to prepare excess emission reports, but 
will not be used to determine compli-
ance with the NOX emission standards. 
A new 30-day rolling average emission 
rate is calculated each steam gener-
ating unit operating day as the average 
of all of the hourly NOX emission data 
for the preceding 30 steam generating 
unit operating days. 

(5) If the owner or operator of an af-
fected facility that combusts residual 
oil does not sample and analyze the re-
sidual oil for nitrogen content, as spec-
ified in § 60.49b(e), the requirements of 
§ 60.48b(g)(1) apply and the provisions of 
§ 60.48b(g)(2) are inapplicable. 

(f) To determine compliance with the 
emissions limits for NOX required by 
§ 60.44b(a)(4) or § 60.44b(l) for duct burn-
ers used in combined cycle systems, ei-
ther of the procedures described in 
paragraph (f)(1) or (2) of this section 
may be used: 

(1) The owner or operator of an af-
fected facility shall conduct the per-
formance test required under § 60.8 as 
follows: 

(i) The emissions rate (E) of NOX 
shall be computed using Equation 1 in 
this section: 

E E
H

H
E Esg

g

b
sg g= +

⎛

⎝
⎜

⎞

⎠
⎟ −( ) (Eq.1)

Where: 
E = Emissions rate of NOX from the duct 

burner, ng/J (lb/MMBtu) heat input; 
Esg = Combined effluent emissions rate, in 

ng/J (lb/MMBtu) heat input using appro-
priate F factor as described in Method 19 
of appendix A of this part; 

Hg = Heat input rate to the combustion tur-
bine, in J/hr (MMBtu/hr); 

Hb = Heat input rate to the duct burner, in J/ 
hr (MMBtu/hr); and 

Eg = Emissions rate from the combustion 
turbine, in ng/J (lb/MMBtu) heat input 
calculated using appropriate F factor as 
described in Method 19 of appendix A of 
this part. 

(ii) Method 7E of appendix A of this 
part or Method 320 of appendix A of 
part 63 shall be used to determine the 
NOX concentrations. Method 3A or 3B 
of appendix A of this part shall be used 
to determine O2 concentration. 

(iii) The owner or operator shall iden-
tify and demonstrate to the Adminis-
trator’s satisfaction suitable methods 
to determine the average hourly heat 
input rate to the combustion turbine 
and the average hourly heat input rate 
to the affected duct burner. 

(iv) Compliance with the emissions 
limits under § 60.44b(a)(4) or § 60.44b(l) is 
determined by the three-run average 
(nominal 1-hour runs) for the initial 
and subsequent performance tests; or 

(2) The owner or operator of an af-
fected facility may elect to determine 
compliance on a 30-day rolling average 
basis by using the CEMS specified 
under § 60.48b for measuring NOX and O2 
and meet the requirements of § 60.48b. 
The sampling site shall be located at 
the outlet from the steam generating 
unit. The NOX emissions rate at the 
outlet from the steam generating unit 
shall constitute the NOX emissions rate 
from the duct burner of the combined 
cycle system. 

(g) The owner or operator of an af-
fected facility described in § 60.44b(j) or 
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§ 60.44b(k) shall demonstrate the max-
imum heat input capacity of the steam 
generating unit by operating the facil-
ity at maximum capacity for 24 hours. 
The owner or operator of an affected 
facility shall determine the maximum 
heat input capacity using the heat loss 
method or the heat input method de-
scribed in sections 5 and 7.3 of the 
ASME Power Test Codes 4.1 (incor-
porated by reference, see § 60.17). This 
demonstration of maximum heat input 
capacity shall be made during the ini-
tial performance test for affected fa-
cilities that meet the criteria of 
§ 60.44b(j). It shall be made within 60 
days after achieving the maximum pro-
duction rate at which the affected fa-
cility will be operated, but not later 
than 180 days after initial start-up of 
each facility, for affected facilities 
meeting the criteria of § 60.44b(k). Sub-
sequent demonstrations may be re-
quired by the Administrator at any 
other time. If this demonstration indi-
cates that the maximum heat input ca-
pacity of the affected facility is less 
than that stated by the manufacturer 
of the affected facility, the maximum 
heat input capacity determined during 
this demonstration shall be used to de-
termine the capacity utilization rate 
for the affected facility. Otherwise, the 
maximum heat input capacity provided 
by the manufacturer is used. 

(h) The owner or operator of an af-
fected facility described in § 60.44b(j) 
that has a heat input capacity greater 
than 73 MW (250 MMBtu/hr) shall: 

(1) Conduct an initial performance 
test as required under § 60.8 over a min-
imum of 24 consecutive steam gener-
ating unit operating hours at max-
imum heat input capacity to dem-
onstrate compliance with the NOX 
emission standards under § 60.44b using 
Method 7, 7A, or 7E of appendix A of 
this part, Method 320 of appendix A of 
part 63 of this chapter, or other ap-
proved reference methods; and 

(2) Conduct subsequent performance 
tests once per calendar year or every 
400 hours of operation (whichever 
comes first) to demonstrate compli-
ance with the NOX emission standards 
under § 60.44b over a minimum of 3 con-
secutive steam generating unit oper-
ating hours at maximum heat input ca-
pacity using Method 7, 7A, or 7E of ap-

pendix A of this part, Method 320 of ap-
pendix A of part 63, or other approved 
reference methods. 

(i) The owner or operator of an af-
fected facility seeking to demonstrate 
compliance with the PM limit in para-
graphs § 60.43b(a)(4) or § 60.43b(h)(5) 
shall follow the applicable procedures 
in § 60.49b(r). 

(j) In place of PM testing with Meth-
od 5 or 5B of appendix A–3 of this part, 
or Method 17 of appendix A–6 of this 
part, an owner or operator may elect to 
install, calibrate, maintain, and oper-
ate a CEMS for monitoring PM emis-
sions discharged to the atmosphere and 
record the output of the system. The 
owner or operator of an affected facil-
ity who elects to continuously monitor 
PM emissions instead of conducting 
performance testing using Method 5 or 
5B of appendix A–3 of this part or 
Method 17 of appendix A–6 of this part 
shall comply with the requirements 
specified in paragraphs (j)(1) through 
(j)(14) of this section. 

(1) Notify the Administrator one 
month before starting use of the sys-
tem. 

(2) Notify the Administrator one 
month before stopping use of the sys-
tem. 

(3) The monitor shall be installed, 
evaluated, and operated in accordance 
with § 60.13 of subpart A of this part. 

(4) The initial performance evalua-
tion shall be completed no later than 
180 days after the date of initial start-
up of the affected facility, as specified 
under § 60.8 of subpart A of this part or 
within 180 days of notification to the 
Administrator of use of the CEMS if 
the owner or operator was previously 
determining compliance by Method 5, 
5B, or 17 of appendix A of this part per-
formance tests, whichever is later. 

(5) The owner or operator of an af-
fected facility shall conduct an initial 
performance test for PM emissions as 
required under § 60.8 of subpart A of 
this part. Compliance with the PM 
emission limit shall be determined by 
using the CEMS specified in paragraph 
(j) of this section to measure PM and 
calculating a 24-hour block arithmetic 
average emission concentration using 
EPA Reference Method 19 of appendix 
A of this part, section 4.1. 
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(6) Compliance with the PM emission 
limit shall be determined based on the 
24-hour daily (block) average of the 
hourly arithmetic average emission 
concentrations using CEMS outlet 
data. 

(7) At a minimum, valid CEMS hour-
ly averages shall be obtained as speci-
fied in paragraphs (j)(7)(i) of this sec-
tion for 75 percent of the total oper-
ating hours per 30-day rolling average. 

(i) At least two data points per hour 
shall be used to calculate each 1-hour 
arithmetic average. 

(ii) [Reserved] 
(8) The 1-hour arithmetic averages 

required under paragraph (j)(7) of this 
section shall be expressed in ng/J or lb/ 
MMBtu heat input and shall be used to 
calculate the boiler operating day 
daily arithmetic average emission con-
centrations. The 1-hour arithmetic 
averages shall be calculated using the 
data points required under § 60.13(e)(2) 
of subpart A of this part. 

(9) All valid CEMS data shall be used 
in calculating average emission con-
centrations even if the minimum 
CEMS data requirements of paragraph 
(j)(7) of this section are not met. 

(10) The CEMS shall be operated ac-
cording to Performance Specification 
11 in appendix B of this part. 

(11) During the correlation testing 
runs of the CEMS required by Perform-
ance Specification 11 in appendix B of 
this part, PM and O2 (or CO2) data shall 
be collected concurrently (or within a 
30-to 60-minute period) by both the 
continuous emission monitors and per-
formance tests conducted using the fol-
lowing test methods. 

(i) For PM, Method 5 or 5B of appen-
dix A–3 of this part or Method 17 of ap-
pendix A–6 of this part shall be used; 
and 

(ii) For O2 (or CO2), Method 3A or 3B 
of appendix A–2 of this part, as applica-
ble shall be used. 

(12) Quarterly accuracy determina-
tions and daily calibration drift tests 
shall be performed in accordance with 
procedure 2 in appendix F of this part. 
Relative Response Audit’s must be per-
formed annually and Response Correla-
tion Audits must be performed every 3 
years. 

(13) When PM emissions data are not 
obtained because of CEMS breakdowns, 

repairs, calibration checks, and zero 
and span adjustments, emissions data 
shall be obtained by using other moni-
toring systems as approved by the Ad-
ministrator or EPA Reference Method 
19 of appendix A of this part to provide, 
as necessary, valid emissions data for a 
minimum of 75 percent of total oper-
ating hours per 30-day rolling average. 

(14) As of January 1, 2012, and within 
90 days after the date of completing 
each performance test, as defined in 
§ 60.8, conducted to demonstrate com-
pliance with this subpart, you must 
submit relative accuracy test audit 
(i.e., reference method) data and per-
formance test (i.e., compliance test) 
data, except opacity data, electroni-
cally to EPA’s Central Data Exchange 
(CDX) by using the Electronic Report-
ing Tool (ERT) (see http://www.epa.gov/ 
ttn/chief/ ert/ertltool.html/) or other 
compatible electronic spreadsheet. 
Only data collected using test methods 
compatible with ERT are subject to 
this requirement to be submitted elec-
tronically into EPA’s WebFIRE data-
base. 

[72 FR 32742, June 13, 2007, as amended at 74 
FR 5086, Jan. 28, 2009; 76 FR 3523, Jan. 20, 
2011; 77 FR 9460, Feb. 16, 2012; 79 FR 11249, 
Feb. 27, 2014] 

§ 60.47b Emission monitoring for sul-
fur dioxide. 

(a) Except as provided in paragraphs 
(b) and (f) of this section, the owner or 
operator of an affected facility subject 
to the SO2 standards in § 60.42b shall in-
stall, calibrate, maintain, and operate 
CEMS for measuring SO2 concentra-
tions and either O2 or CO2 concentra-
tions and shall record the output of the 
systems. For units complying with the 
percent reduction standard, the SO2 
and either O2 or CO2 concentrations 
shall both be monitored at the inlet 
and outlet of the SO2 control device. If 
the owner or operator has installed and 
certified SO2 and O2 or CO2 CEMS ac-
cording to the requirements of 
§ 75.20(c)(1) of this chapter and appendix 
A to part 75 of this chapter, and is con-
tinuing to meet the ongoing quality as-
surance requirements of § 75.21 of this 
chapter and appendix B to part 75 of 
this chapter, those CEMS may be used 
to meet the requirements of this sec-
tion, provided that: 
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